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PROPOSED CODE CHANGE (Check One) 

⌧Change to read as follows Add to read as follows  Delete and substitute as follows  Delete without substitution 

 

APPLIANCE CATEGORIZED VENT DIAMETER/AREA. The minimum vent 
area/diameter permissible for Category I appliances to maintain a nonpositive vent 
static pressure when tested in accordance with approved nationally recognized 
standards. 
 
 
 
 
 
 
 

REASON 

 
This proposal brings forward an existing Indiana Amendment that clarifies that the standards 
used are approved in accord with Indiana’s rules. 
 
 
 
 
Fiscal impact: no increase to the cost of construction, current amendment language.  

REVIEW RECOMMENDATION 

Approve 

Disapprove 

Approve as amended 
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